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FULL FLOW VALVES NO BUTTERFLY,
GLOBE OR ANGLE VALVES
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\A1;12"MIN/36"MAX

24" CLEARANCE
IN FRONT

PROVIDE SUPPORT ON DISCHARGE OF 1{\H0.6978x;\S1/2;} AND 2" METER
OBSERVE CLEARANCES, PIPE ELEVATION RESTRICTIONS AND
FULL FLOW VALVE REQUIREMENTS FOR ALL METER SIZES.
2" AND SMALLER PIPE TO BE BRASS OR STAINLESS STEEL
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